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Abstract 
Carbon fibre reinforced polymers (CFRP) are increasingly used for structures on aircraft due to their 
superior mechanical properties compared to traditional materials, such as aluminium.  Additionally, in 
order to improve aircraft performance, there is a continued trend for electrically driven loads on 
aircraft, increasing the on-board electrical power generation capacity and complexity of the electrical 
power system, including a desire to increase voltage levels and move towards DC distribution systems.   
Central to the reliable operation of an electrical power system is the development of an appropriate 
protection and fault management strategy.  If an electrical earth fault occurs on a composite more-
electric aircraft then the CFRP may form part of the route to ground.  In order to develop an 
appropriate protection system and thus to understand the effects on engine generators it is necessary to 
investigate the fault response of this network. Hence a suitable electrical model of the CFRP material 
is required, which will enable CFRP to be included in a computationally-intensive systems-level 
simulation study of a more-electric aircraft (MEA) with fully switching power electronic converter 
models. 
This paper presents an experimentally validated impedance model of CFRP at an appropriate level of 
fidelity for use in systems level simulation platforms, enabling appropriate protection methods to be 
developed.  The validated model considers the impact of the electrical bonding to ground, including 
the impedance added by a metallic frame that a CFRP panel may be mounted in. The simplicity of the 
model results in a less complex process to determine the expected impedance of the CFRP material, 
enabling a focus on the fault response of the system and subsequent development of appropriate 
protection solutions. 
 
Introduction  
The continued trend for increasing commercial air travel, coupled with a desire to reduce the 
environmental impact of aircraft has provided strong motivation for the continued development of the 
MEA [1].  As a result, the levels of on-board electrical power generation that is primarily supplied by 
the engine generators will increase as the loads, traditionally powered mechanically, hydraulically or 
pneumatically, are increasingly driven instead by electrical power [1-3].   Consequently, this results in 
a trend for more complex, on-board aero-electrical power systems.  Power electronics are a key 
enabling technology for these aero-electrical power systems, allowing a variety of voltage levels, 
frequencies, alternating and direct currents, and loads to be supplied [2].  Alongside this, there is an 
upwards trend for the use of CFRP due to the superior mechanical properties that such materials have 
compared to more traditional materials, such as high grade aluminium alloys [4].  More than 50% of 
the empty weight of current state of the art aircraft are constructed from composite materials, the 
majority of which are laminated carbon fibre reinforced polymers (CFRP) [5,6]. 
It is well documented that the increased use of CFRP presents a significant challenge electrically 
[7,8,10] due to its poor electrical conductivity properties compared to aluminium. Hence such aircraft 
commonly require the installation of a metallic current return network [4,11].  However, if a ground 
fault should occur, due for example to a chafed wire [12], there is a possibility that the fault current 
may require to pass through the CFRP material to reach the ground return network [7].  This may 
affect the fault response of the system, and conventional fault detection methods may no longer be 
appropriate.  Therefore an estimation of the impedance of the CFRP material is required to enable 
appropriate fault management and electrical protection system design. 
Existing numerical models of CFRP materials presented in the literature are inappropriate for use in 
circuit simulations for protection system design as they require a full power system simulation [7,13] 
due to their high level of numerical complexity.  In addition, the impact of the method of electrical 
bonding to ground is not considered but is expected to be a critical feature in protection studies. This 
paper will present the development of an appropriate modelling concept, and demonstrate its 
suitability for use in systems level studies. 
State of the art aircraft protection challenges 
State-of-the-art MEA power system design 
The key driver behind the development of composite, MEA aircraft is the desire to minimise fuel burn 
to improve overall system performance. A holistic approach must be taken to develop the aero-
electrical power system, to ensure that it is designed and developed to meet required performance 
criteria and relevant standards.    The development of an appropriate protection and fault management 
system for a more-electric aircraft is influenced by (and will itself influence) the power system 
architecture (including power generation), and reliability and redundancy considerations, and also by 
external factors (including the material that the aircraft is made from). Ultimately, these four 
interdependent elements will all impact on the performance (fuel burn) of the aircraft. 
State-of-the-art more-electric architectures and protection considerations 
Recent MEA architectures have included the development of remote distribution, where distribution 
centres are placed closer to loads, reducing cable losses and weight, reducing both lengths of cable and 
cable power ratings [14].  Linked to this, there is a trend for higher distribution voltages (540 VDC, 
230 Vph RMS), reducing distribution cable current ratings, and further reducing fuel burn. A key 
enabling technology of the MEA electrical architecture is power electronics [2].  Power electronic 
converters are required to enable a constant voltage, variable frequency electrical power system to 
operate, enabling electrical machines to run at optimal speeds, improving system performance and 
efficiency. 
To develop an appropriate protection and fault management system, the fault response of a ground 
fault on a composite aircraft requires to be understood.  The key design criteria for an electrical 
protection system include reliability, selectivity, stability, speed and sensitivity [15].  An additional 
consideration for an aero-electrical power system application would be the weight penalty attributed to 
the protection system [16]. 
If the fault path of a ground fault current is through a section of CFRP, then this may become a high 
impedance fault, impacting on fault response and hence the protection and fault management 
strategies.  An example section of aero-electrical network is shown in Figure 1, where the voltage 
source converter interfaced section of DC network has a + 270 VDC rail/cable-to-ground fault through 
a section of CFRP material.  In Figure 1 the CFRP impedance is Zc (Ω), the impedance of the DC 
section of the network, which may include filters, is Znet (Ω), and the impedance of the current return 
network, which may require to be considered is Zgnd (Ω).  The impedance Zgnd (Ω) is expected to be 2 
mΩ/m and 8 μH/m [17]. 
The first step to developing an understanding of the fault response is to develop an electrical model of 
CFRP material with an appropriate level of modelling fidelity for use within systems level studies.  To 
date the electrical characterisation of CFRP materials has been conducted at a detailed level for 
material model development [7].  These models are too numerically complex (and hence 
computationally intensive) to be suitable for inclusion in a systems level study of an aero-electrical 
power system, which will require the modelling of a complex electrical power system including full, 
switching models of power electronic converters. 
 
Figure 1: Example system with a +270 VDC rail to ground fault through CFRP material. 
Electrical impedance model of CFRP 
Overview of CFRP material 
CFRP laminate materials are made up from layers, referred to as plies, of carbon fibres, with a resin 
holding the carbon fibres in a particular arrangement and transferring mechanical loads to the 
carbon fibre [18].  The fibres in each ply can either be woven or non-woven (unidirectional).  The 
orientation of the carbon fibres is often varied between plies, to create the desired mechanical 
stiffness and strength. 
From an electrical perspective, the carbon fibre has a high electrical conductivity of 40-50 kS/m, 
but the resin is considered to be an electrical insulator [19].  The wavy nature of carbon fibres, due 
to imperfections occurring during the manufacturing process or degradation of the material, may 
cause fibres to touch both between plies and within the same ply.  Hence CFRP cannot be 
considered to be an electrical insulator. 
 
 
 
 
 
 
Figure 2: Simplified 2-dimensional diagram of the x (along fibre) and z (transverse) electrical model of 
a section of unidirectional CFRP. 
Due to the non-uniform nature of the electrical connections between fibres, the impedance of the 
model forms a highly complex lattice arrangement.  It has been proposed by [20] that the gaps 
between fibres filled with epoxy resin will result in the impedance of the material have a capacitive 
characteristic in the out-of-plane transverse (z) and in-plane transverse (y) directions, and purely 
resistive characteristic in the along fibre (x) direction. A simplified diagram of the material in 2-
dimensions is shown in Figure 2. In practice there would also be electrical connections in the y-
direction.  Due to the high unpredictability of these electrical characteristics, at a high level of detail 
the material is extremely complex from both an electrical characterisation perspective and the 
unpredictability of these electrical connections. 
Proposed modelling concept 
As a starting point to develop a model of CFRP with the desired level of fidelity, consideration was 
given to how electrical current would flow through the material to ground under a fault condition.  A 
key assumption made is that the CFRP is mounted in a metallic frame, and that that frame is solidly 
bonded to electrical ground.  For the model developed it is assumed that one side of the frame is 
connected, however the model can be adapted for different orientations and numbers of sides 
connected to ground. Due to the highly complex nature of multi-directional laminated composites, the 
initial model was developed for unidirectional [0o] material. In this case, Hexcel’s IM7/8552 carbon-
fibre/epoxy pre-preg system [22]. 
The modelling concept presented assumes that an electrical current, which enters through the top ply 
of a CFRP laminate, will take the path of least electrical resistance to ground. Therefore, it is proposed 
(Figure 3) that after the electrical fault current has passed through the surface epoxy layer of the 
CFRP, it will flow along the direction of the carbon fibres to the edge of the material. If necessary, 
fault current will then flow around the edge of the material to the connection to ground.  The key 
advantage of this approach is that the CFRP can be modelled as a lumped impedance network, as 
shown in Figure 3, which minimises the computation overhead such a model would place on a systems 
level simulation.  It is assumed that due to the fibre orientation, the impedance of the material in the 
x-direction will be much lower than the y-direction, and hence no current will flow in the y-direction to 
the edge of the CFRP. 
In order to estimate the values of the impedances, it is proposed that if the conductivity, σ (S/m) 
(for z- and x-directions) and dielectric permittivity, εr, (for the z-direction) are known, then the 
equivalent impedances can be calculated using (1) and (2), where A (m2) is cross-sectional area, l is 
distance (m) and ε0 (F/m) is the dielectric constant. 
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(a)      (b) 
Figure 3: Example of the proposed electrical model. Proposed route of fault current through the 
material to ground (a) and the equivalent electrical circuit diagram (b), where Zz (Ω) is the impedance 
of the material in the z-direction, Zx1 (Ω)  and Zx2 (Ω) the impedance in the x-direction and Ze is the 
impedance of the edge of the material. 
Experimental validation of modelling concept 
Experimental measurement of conductivity 
To validate this modelling concept, the first step was to estimate the conductivity of the CFRP 
material.  From the literature, it is known that the conductivity of the CFRP material varies linearly 
with distance in the direction of the fibres (x-direction) [9].  The variation of the electrical resistance, 
R, in the x-direction with distance can be expressed using (3), where A is the cross-sectional area of the 
sample (m2), L is the length (m), σ is electrical conductivity (S/m) and Rc is contact resistance (Ω). 
? ? ?
??
? ? ??        (3) 
The resistance of a number of CFRP samples of lengths from 25 to 100 mm was measured.  The 
thickness of the samples was 40 plies (5 mm) and the width was 10 mm.  In order to minimise contact 
resistance, the ends of the samples were polished using sandpaper and silver paint was applied.  A 
copper foil electrode was then placed on the silver paint, and pressure was applied to the ends of the 
sample using a vice.  Kelvin probes were used with an LCR meter to further reduce contact resistance.  
The experimental set up in the laboratory is shown in Figure 4, there is a small amount of variation in 
the value of σx between samples, due to the non-uniform nature of CFRP material.  In the x-direction, 
the electrical model of CFRP is considered to be purely resistive, as it is assumed that the electrical 
current will flow along unbroken, electrical conductors to the edge of the CFRP panel. 
The y-direction conductivity was measured to be 3 S/m.  As this is significantly lower than the 
conductivity in the x-direction, it is assumed that all the electrical current will flow along the direction 
of the fibres to the metallic edge of the panel.  Hence the impedance in the y-direction was not 
investigated further or variation with distance considered. 
As presented in Figure 2, the impedance of the material in the z-direction is expected to be complex 
and represented as a parallel resistive-capacitive circuit Figure 5. This impedance can be represented 
in the s-domain as a first order system (4) with a cut-off frequency given by (6).  If the capacitance can 
be estimated, then the dielectric constant for the material can be calculated using (5) and used to 
estimate the capacitance of a section of CFRP panel. 
 
 
(a)      (b) 
Figure 4: Experimental method for conductivity measurement (a), measured resistance in the 
x-direction (b). 
 
 
 
 
 
(a)      (b) 
Figure 5: Equivalent resistive capacitive network (a) and equivalent resistive capacitive network with 
parasitic inductance and resistance (b). 
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The frequency response of a 25 × 10 × 5 mm sample of unidirectional CFRP was measured using a 
spectrum analyser, over the range of 0.1–100 kHz.  By choosing values for the system parameters as 
indicated in Table I, then the frequency response for the parallel R-C system can be determined (as 
shown in blue in Figure 6).  If the model in Figure 5 (a) is extended as shown in Figure 5 (b) to include 
parasitic inductance in series with the resistance, LESL (H), and a small amount of parasitic resistance in 
series with the capacitance, RESR (Ω), then this results in a second order system, which has a cut off 
frequency given by (7). This gives a better fit to the experimental results, as indicated in Figure 6. 
For initial fault studies and preliminary protection system design, the reduced order R-C parallel 
circuit model provides a sufficient level of detail but minimises the overall simulation computational 
overhead, and has been utilised for the remainder of the paper. The more detailed model 
configurations will be employed in later studies to validate the findings of the reduced order model.  
The dielectric constant of the material was found to be 7.34 using (5). This is comparable to values 
published in the literature [21].  The conductivity is calculated to be 0.8 S/m from (1).  The variation 
with distance was not investigated as the thickness of the panel is unlikely to vary significantly. 
Table I: System impedance parameters 
Parameter Parallel Resistor-capacitor Parallel Resistor with LESL - Capacitor with RESR 
Rz (Ω) 21.8 21.8 
Cz (pF) 3.25 3.9 
LESL (nH) - 0.25 
RESR (mΩ) - 1 
f0 (GHz) 2.22 5.09 
 
 
 
 
 
 
 
 
 
Figure 6: Comparison of theoretical and experimental measured frequency response of the impedance 
in the z-direction. 
Consideration of electrical bonding to ground 
In Figure 3 the electrical resistance of the edge of the material, Re (Ω), includes the frame and any 
adhesive bonding materials.  The impact of any adhesive bonding materials on the electrical 
characteristics of the material has not been considered any further at this stage. Whilst the electrical 
conductivity of the metallic edge of the material may be relatively high in comparison to that of the 
CFRP itself [23], this aspect of the structure must be considered in the electrical model.  Firstly any 
additional materials used to bond the CFRP to the metal frame may impact on the overall impedance. 
Secondly, whilst the impedance may be negligible for some fault locations and scenarios, it may not 
be for others. 
Experimental validation  
In order to validate the modelling concept, the impedance of a 100 × 100 × 5 mm panel of CFRP when 
a fault is applied to an area of 10 × 10 mm on the surface of the material, was measured.  A number of 
10 × 10 mm electrodes were placed on the surface of the sample, as indicated in Figure 7.  The test 
was conducted with the area under the electrodes polished and un-polished.  In order to achieve a 
conductive edge to the material, silver paint was applied to the edges of the CFRP panel, with copper 
foil applied at the corners to ensure good electrical conductivity around the material. The value of the 
edge resistance, Re, was 5.24 Ω.  For the un-polished samples, it was found that the electrical current 
flowed a distance of 1 ply (0.125 mm) in the z-direction into the CFRP, and over a depth of 1.2 plies 
(0.15 mm) to the edge of the material.  The total CFRP resistance was calculated using a combination 
of (1) (to obtain values for the individual resistances) and (8).  For the polished samples, the value of 
Rz was zero, due to the removal of the top layer of epoxy from the CFRP sample. The calculated 
theoretical values in Table II give generally good correlation with the experimentally measured values.  
It is expected that there will be differences between measurements due to the irregular nature of the 
CFRP material. 
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Figure 7: Preparation of CFRP panel for validation tests. 
Table II: Comparison of theoretical and experimental results 
Electrode 
number 
Polished Case Unpolished case 
 Theoretical 
Resistance 
(Ω) 
Measured 
resistance 
(Ω) 
Theoretical 
Resistance 
(Ω) 
Measured 
resistance 
(Ω) 
1 0.431 0.484 1.997 2.881 
2 0.431 0.451 1.997 2.191 
3 0.431 0.6 1.997 1.5 
4 0.627 0.787 2.200 3.345 
5 0.627 0.577 2.200 2.28 
6 0.627 0.236 2.200 3.58 
7 0.588 0.604 2.173 1.8 
8 0.588 0.467 2.173 1.802 
9 0.588 0.741 2.173 0.3 
Discussion 
The results presented in Table II indicate that, even over a short distance, the impedance added to the 
fault path by the CFRP material is significant, and that the fault can no longer be considered 
low-impedance. It is expected that in the real case the distance that a fault current may have to travel 
to reach the current return network may be much further.  Indications from the literature and standards 
suggest that it would not be unreasonable for there to be a distance of at least 0.65 m between 
electrical bonding to ground on a panel of CFRP [24,25].  By inspection of (1) it is clear that the 
equivalent impedance of the CFRP material will also increase as the surface area that fault current 
enters a CFRP panel through is decreased.  For example, if a panel is assumed to have dimensions of 
0.65 × 0.65 m, and 10% of the circumference of an 0 AWG cable comes into contact with the CFRP 
panel (2.57 mm) over a length of 5 – 20 mm, then the resistance will vary from circa 20 to 100 Ω. 
By way of example, the proposed lumped impedance model of the CFRP enables the fault response of 
the scenario shown in Figure 1 to be investigated.  With a low impedance fault (0.01 Ω) a high fault 
current is observed. This could be detected using conventional overcurrent methods.  However, if the 
impedance is set to levels attributable to CFRP, ranging from 20 to 100 Ω, then the fault current is 
much lower.  This not only indicates the need for developing new fault detection methods, but it 
changes the objective of the aero-electrical protection system.  Conventionally, electrical protection is 
required to protect the healthy areas of the electrical network.  In contrast, the levels of fault current 
through CFRP may not affect the operation of the electrical network, but will result in a current 
flowing through the CFRP material, which may lead to Joule heating and degradation of the structural 
material of the aircraft. 
 
(a)       (b) 
Figure 8: Fault response at 0.01 Ω (a) and at 20 Ω (magenta), 50 Ω (cyan) and 100 Ω (black) (b). 
Conclusions and future work 
The simplified, lumped impedance model proposed for CFRP is suitable for use within aero-electrical 
systems simulation platforms. This will enable the impact of CFRP on different ground fault scenarios 
to be investigated, in particular to focus the study on the fault response and development of 
appropriate protection and fault management strategies for increasingly complex aero-electrical 
networks.  It is clear from the model developed that the contribution to the fault impedance by the 
CFRP is highly variable from fault to fault, including dependence on the location of the fault on a 
panel, panel dimensions, contact area and grounding methods used.  The model developed will enable 
the further investigation of these variables on the fault response. 
It is acknowledged that the model is thus far only developed for a single type of unidirectional [0o] 
CFRP laminate.  The authors plan to extend the model to more complex multi-directional CFRP 
laminates in the future. The impact of the addition of conductive additives, such as carbon nanotubes 
must also be considered. 
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